Traditional fire-fighting management have limit a time and space for normal operation of fire-fighting facilities in the manufacturing plant of a large facility. Therefore, it has the need to develop a fire-fighting management system that reflects the characteristics of the manufacturing plant. The firefighting management system was for developping to manage the life span from the introduction of the facility to disposal and to systematically manage the facility status, inspection history, and failure history. This standardizes management work and manages them quantitatively. Thus, the factory manager can improve efficiency of work by allowing efficient maintenance of firefighting facilities.
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